EPA-R5-2018-0081360000100

1

Sewer Main



Milwaukee

Water Works

Address:
Date of Report:
Type of work:

Date work performed:

Ex. 6 - Personal Privacy

6/1/2016

WATER SAMPLE TEST RESULTS FOR LEAD

Sewer Main Replacement

4/27/16

EPA-R5-2018-0081360000100

Samples Collected Samples Collected Samples Collected Samples Collected
Before Work Was 1 Day After Work 2 Weeks After Work | 1 Month After Work
Performed Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample Date Sample
Collected: 4/8/16 Collected: 4/28/16 Collected: 5/11/16 Collected: 5/25/16
Sample 1 Not detected 13 pg/L Not detected 2.0 pg/t
Sample 2 3.7 pg/L 2.2 pg/L 2.3 ug/L 3.2 pg/t
Sample 3 2.2 ug/L 2.4 ug/L 2.3 pg/L 4.3 pg/L
Sample 4 Not detected - Not detected 2.2 ugft 5.7 ugft
Sample 5 4.2 ug/L Not detected 3.1 pe/L 11 pg/L
Sample 6 4.9 pg/L Not detected 5.0 pg/L 8.0 pg/L
Sample 7 4.3 ug/t Not detected 4.6 pg/L 9.6.ug/l
Sample 8 4.4 g/t Not detected 4.2 ug/L 8.4 ug/t
Sample 9 4.2 ug/L 2.7 pg/L Not detected 7.4 pg/L
Sample 10 4.8 ug/L Not detected Not detected 8.5 pe/l
Sample 11 58 pg/L Not detected Not detected 6.9 g/l
Sample 12 53 ug/l Not detected 2.2 pg/L 3.9 ug/t
g;ig,«;i;zshed Not detected Not detected Not detected Not detected

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard

Water Quality Manager

Milwaukee Water Works

(414)286-2226

lon.couillard@milwaukee.goy




Milwaukee

Water Works

Address:

Date of Report:

WATER SAMPLE TEST RESULTS FOR LEAD

Ex. 6 - Personal Privacy

5/26/2016

EPA-R5-2018-0081360000100

Type of work: Sewer Main Replacement
Date work performed: 4/27/16

Samples Collected Samples Collected Samples Collected Samples Collected

Before Work Was 1 Day After Work 2 Weeks pfter Work | 1 Month &fter Work

Performed Was Performed Was Performed Was Performed
Date Sample Date Semple Date Sample Date Sample

Collected: 4/20/16 Collected: 4/28/16 Collected: 5/9/16 Collected: 5723/ 16
Sample 1 4.4 ug/L 2.3 ug/L Not detected Not detected
Sample 2 5.8 ug/lL 3.7 ug/L 3.1 pg/l Not detected
Sample 3 59 ug/L 3.9 pg/t 3.0 ug/L Not detected
Sample 4 8.6 pg/L 6.4 ug/L 4.4 pg/L 34 ug/L
Sample 5 14 ug/L 11 ug/L 8.9 g/l 7.6 pg/lL
Sample 6 15 ug/L 11 pg/L 9.3 pa/l 8.6 ug/L
Sample 7 14 g/t 11 ug/t 8.8 pg/L 7.2 ug/L
Sample 8 13 pg/L 11 pg/t 8.7 pg/L 6.8 g/l
Sample 8 13 pg/L 9.6 pg/L 7.7 ug/lL 6.5 ug/L
Sample 10 12-ug/L 9.5 ug/L 6.9 pg/L 6.1 pg/L
Sample 11 12 ug/L 9.6 ug/L 3. 1ug/L 6.3 pg/l
Sample 12 12 pug/L 10 pg/L 8.2 ug/L 6.0 ug/L
g;::;y;g}shed 5.1 pg/t 3.9 pg/L 4.8 ug/L Not detected

Mot detected =

less than 2.0 pg/L =

Lon Couillard
Water Quality Manager

Milwaukee Water Works

(414) 286-2226

lon.couillard@milwaukee.gov

less than 2.0 micrograms per Liter = less than 2.0 parts per billion




Milwaukee

Water Works

Address:

Date of Report:

Type of work:

Ex. 6 - Personal Privacy

5/26/2016

WATER SAMPLE TEST RESULTS FOR LEAD

Sewer Main Replacement

EPA-R5-2018-0081360000100

Date work performed: 4/26/16

Samples Collected Samples Col!ected Samples Collected Samples Collected

Before Work Was 1 Day After Work 2 Weeks After Work | 1 Month After Work

Performed Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample Date Sample

Collected: 4/16/16 ollected: 4/27/16 Collected: 5/10/16 Collected: 5/23/18
Sample 1 3.0 ug/L 3.7 ug/L 2.6 ug/L 3.0 pg/t
Sample 2 5.6 ug/L 4.6 g/t 2.8 ug/l. 3.6 pg/L
Sample 3 2.8 pg/L 34 ugfl 3.8 ug/L 4,9 ug/l
Sample 4 52 ug/l 4.2 pg/L 3.8 pg/L 4.6 ug/lL
Sample 5 8.7 ug/L 5.0 pg/l. 5.3 ug/l 6.3 ug/l
Sample 6 8.7 ug/L 4.3 ug/L 13 pg/L 4.9 ug/L
Sample 7 7.7 ug/L 5.0 ug/L 14 ug/L 5.6 ug/L
Sample 8 10 pg/L 4.4 pg/L 14 pg/L 6.6 g/l
Sample 9 6.3 pg/L 4.4 pg/L 14 pg/L 5.2 ug/L
Sample 10 4.1 ug/L 5.1 pg/l 13 pg/l 4.6 pg/L
Sample 11 6.5 ng/L 4.7 ug/L 9.2 ug/L 2.5 pg/L
Sample 12 6.0 pg/L 4.3 pgfl 7.0 ug/L Not detected
gzlr!{:/;;ushed Not detected Not detected Not detected Not detected
Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager

Milwaukee Water Works

{414) 286-2226

lon.couillard@milwaukee.gov




Milwaukee

Water Works

Address:
Date of Report:
Type of work:

Date work performed:

Ex. 6 - Personal Privacy

5/26/2016

WATER SAMPLE TEST RESULTS FOR LEAD

Sewer Main Replacement

4/25/16

EPA-R5-2018-0081360000100

Samples Collected Samples Collected Samples Collected Samples Collected
Before Work Was 1 Day After Work 2 Weeks After Work 1 Month After Work
Performed Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample Date Sample

Collected: 4/9/16

Collected: 4/26/16

Collected: 5/10/16

Collected: 5/24/16

Sample 1 3.6 pg/L 37 pg/L 3.2 pg/L Not detected
Sample 2 3.7 pgft 20 pg/L 4.0 pg/L Not detected
Sample 3 5.4 pg/L 17 ug/L 6.0 ug/L 2.1 g/l
Sample 4 8.0 ug/L 6,5 ug/L 6.7 ug/l Not detected
Sample 5 9.0 ug/L 7.1 pg/L 7.2 ug/L 4.9 ug/L
Sample 6 10 pg/L 10 pg/L 8. 1pg/L 6.4 ug/lL
Sample 7 5.8 pg/L 7.8 ug/L 8.0 pg/L 6.7 pg/L
Sample 8 5.4 pg/L 34 pg/L 9.3 ug/L 7.1 ug/L
Sample 9 3.7 pg/L 77 pg/L 8.1 ug/L 6.7 ug/L
Sample 10 35 g/l 41 pg/L 9. 1ug/L 7.3 ug/L
Sample 11 3.0 pg/L 9.6 ug/L 18 pg/L 14 pg/L
Sample 12 Not detected 7.5 ug/L 19 pg/L 9.5 g/l
gzii‘{;i:smd 2.5 pg/L Not detected Not detected Not detected

Not detected = less than 2.0 ng/L = less than 2.0 micrograms per Liter = less than 2.0 parts-per billion

Lon Couillard

Water Quality Manager
Milwaukee Water Works

(414) 286-2226

lon.couillard@milwaukee goy




Full Lead Service Line
Replaced



Milwaukee

Water Works

EPA-R5-2018-0081360000100

WATER SAMPLE TEST RESULTS FOR LEAD

Address:

Ex. 6 - Personal Privacy

Date of Report: 5/26/2016

Type of work:

Replaced Lead Service Line

City Lead Service Line Replaced; Owner Previously

Date work performed: 4/18/2016

Samples Collected Samples Cél!ected —Samples Collected

2 Days After Work 1 Month After Work 1 2 Months After Work

Was Performed * Was Performed Was Performed

Date Sample Date Sample Date Sample
Collacted: 4/20/16 | Collected: 5/24/16 %7 Collected:

Sample 1 69 ug/L Notdetected pg/L
Sample 2 Not detected Not detected ug/l
Sample 3 Not detected Not detected pg/t
Sample 4 Not detected Not detected pg/L
Sample 5 2.1 ug/L Not detected ug/l
Sample 6 Not detected Not detected ug/L
Sample 7 Not detected Not detected ug/L
Sample 8 Not detected Not detected ug/L
Sample 9 8.1 pg/L Not detected ug/L
Sample 10 Not detected Not detected ug/L
Sample 11 Not-detected Not detected ug/l
Sample 12 5.1 pg/L Not detected ng/L
Fully-flushed Sample Not detected Not detected ug/l

Not-detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = lessthan 2.0 parts per billion

1} Note to Customer: The sample bottles were returned with incomplete paperwork. For future sample
collection, please include the completed paperwork with the sample bottles. Thank you.

2} Sample collection date estimated based on date samples were retrieved by laboratory personnel,

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100

Address: Ex. 6 - Personal Privacy

Date of Report: 3/14/2016

Type of work: Full Lead Service Line Replacement (Internal Plumbing is Lead)

Date work performed: 12/2/2015

Samples Collected Samples Collected Samples Collected 85
Before Work Was 1 Day After Work Was | Days After Work Was
Performed Performed Performed
Date Sample Date Sample Date Sample
Collected: 9/6/2015 Collected: 12/3/2016 Collected: 2/24/18

Sample 1 7.2 ug/l 14 pg/L 6.7ug/L
Sample 2 27 ug/L 46 ug/l 28 ug/L
Sample 3 27 pg/L 23 ng/L 24 pg/L
Sample 4 23 pg/L 11 pg/t 12 pg/L
Sample 5 21 ug/L 10 ug/L 9.2 ng/L
Sample 6 19 g/l 6.1 ug/L 7.6 g/l
Sample 7 18 ug/L 42 ug/L 4.9 ug/L
Sample 8 17 g/l 2.2 ug/L 3.7 pglL
Sample 9 18 ug/L <2.0 ug/L 32 ug/L
Sample 10 18 pg/L 3.1 pg/L 3.2 pg/L
Sample 11 16 pg/L «<2.0 pgfL 2.6 ng/L
Sample 12 15 pg/L <2.0 pg/L 2.2 ug/i
Fully-flushed Sample 3.0 ug/L <2.0 pg/l <2.0 ug/L

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.coulllard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:

| Ex. 6 - Personal Privacy

Date of Report:

Type of work:

Date work performed:

4/26/2016

Samples Collected
6 Days After Work
Was Performed ?

,Sampies Collected
1 Month After Work
Was Performed

EPA-R5-2018-0081360000100

City Lead Service Line Replaced; Homeowner Lead Service
Line Replaced 4/15/16

4/15/2016

Date Sample Date Sample
Collected: 4/21/167 Collected:
Sample 1 69 pg/l ug/L
Sample 2 14 pg/fL ug/L
Sample 3 5.6 pg/l pe/L
Sarriple 4 3.5 pg/L ug/L
Sample 5 4.5 ug/L ug/L
Sample 6 3.2 pg/L e/l
Sample 7 4.1 pg/L ug/L
Sample 8 3.4 pg/l ug/l
Sample 9 3.9 ug/L ug/L
Sample 10 3.4 pg/L ug/l
Sample 11 2.7 ug/L ug/t
Sample 12 Not detected pg/l
Fully-flushed Sample Not detected ng/l

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion
1} The paperworkindicates the samples were not collected from the kitchen tap. The samples were
collected from the water service just inside the building.

Lon Couillard

Water Quality Manager
Milwaukee Water Works

{414} 286-2226

lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 10

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:

Ex. 6 - Personal Privacy

5/25/2016

Date of Report:

Type of work: Owners Side Lead Service Line Replaced 3/12/16 ~
City Side Lead Service Line Replaced 3/24/16
Date work performed: 3/12/2016 and 3/24/16
Samples Collected Samples Collected | Samples Collected | Samples Collected
7 Days After Dwner's 2 Days After 1 Month After 2 Months After
Work Was MWW Work Was Work Was Work Was
Performed Performed Performed “Performed
Date Sample Date Sample Date Sample Date Sample
Collected: 3/19/2016 . Collected: 3/26/16 | Collected: 4/20/16 | Collected: 5/20/16

Sample1 12 ug/L 2.2 ug/t 3.9 pg/L Not detected
Sample 2 11 pg/l 3.8 ug/L 4.2 ug/L 2.6 ug/L
Sample 3 8.0 pg/L 54 pg/l 2.4 ng/L 2.1 ug/L
Sample 4 11 ug/t 5.2 ug/L 3.6 ug/L 2.0 ug/L
Sample 5 16-pg/L 8.2 pg/L 4.8 ugflL 2.9 ug/L
Sample 6 12 pg/l 3.0 pg/L 2.5 ug/L 2.0.ug/L
Sample 7 5.6 ug/L 3.3 pgft Not detected Not detected
Sample 8 7.0 g/l 2.2 ug/l Not detected Not detected
Sample 9 5.7 pg/L 3.5 pglL Not detected Not detected
Sample 10 4.3 pg/L Not detected Not detected Not detected
Sample 11 13 pg/L 2.2 g/t Not detected Not detected
Sample 12 11 pg/t 2.1 pg/l Not detected Not detected
Fully-flushed Not detected Not detected Not detected Not detected
Sample

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Water Quality Manager
Milwaukee Water Works

Lon Couillard

(414) 286-2226

lon.couillard@milwaukee.goy




11

City Lead Service Line
Replaced



Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/3/2016
Type of work: City Lead Service Line Replaced
Date work performed: 4/20/2016
Samples Collected Samples Collected
5-Days After Work : 1 Month After Work
Was Performed Was Performed
Date Sample Date Sample
Collected: 4/25/16 Collected:
Sample 1 4.1 pgfL ug/L
Sample 2 44 pg/L ug/L
Sample 3 32 ug/L ug/L
Sample 4 3.2 pg/L ug/L
Sample 5 4.2 pg/L ug/L
Sample 6 2.0 ug/L pe/l
Sample 7 2.6 ug/L ug/L
Sample 8 Not detected ug/L
Sample 8 Not detected ug/l
Sample 10 Not detected pe/t
Sample 11 Not detected pe/l
Sample 12 Not detected ug/L
Fully-flushed Sample Not detected ug/l

EPA-R5-2018-0081360000100

12

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 13

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: i Ex. 6 - Personal Privacy |
Date of Report: 5/17/2016
Type of work: City Lead Service Line Replaced
Date work performed: 3/28/2016
Samples Collected Samples Collected Samples Collected
3 Days After Work 1 Month After Work 2 Months After Work
Was Performed Was Performed ' W’as Performed
Date Sample Date Sample Date Sample
Collected: 3/31/16 Collected: 5/14/16 Collected:
Sample 1 11pg/L Not detected ug/L
Sample 2 94 ug/L 8.0 pg/L ug/L
Sample 3 14 pg/L 4.5 ug/t ug/L
Sample 4 22 ug/L 4.3 pg/L pg/L
Sample 5 16 ug/L 4.1 pg/L pg/lL
Sample 6 4.5 ug/l 4.5 g/t ug/L
Sample 7 2.7 ng/L 5.7 pg/L pg/L
Sample 8 2.9 ug/L 6.9 ug/L e/l
Sample 9 3.1 ug/L 2.2 ug/L =
Sample 10 2.7 pg/l Not detected ug/L
Sample 11 3.9 ug/L Not detected pg/l
Sample 12 3.0 pg/L Not detected pg/L
Fully-flushed Sample Not detected Not detected ug/L

Not detected = less than 2.0 ug/L =lessthan 2.0 micrograms per Litér = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 14

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy i
Date of Report: 5/17/2016
Type of work: City Lead Service Line Replaced
Date work performed: 3/28/2016
Samp!es Collected Samples Collected Samples Collected
3 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
_Date Sample Date Sampie Date Sample
Collected: 3/31/16 Collected: 5/17/16. Collected:
Sample 1 13 ug/L 5.7 ug/L ug/L
Sample2 7.0 pg/l 5.5 pg/L ng/L
Sample 3 13 pg/l 2.1 pg/l ug/L
Sample 4 35 pg/L Not detected ug/l
Sample 5 29 ug/L Not detected pg/l
Sample & 18 pg/L Not detected pg/t
Sample 7 6.1 pg/t Not detected pg/L
Sample 8 Not detected Not detected ug/Ll
Sample 9 Not-detected Not detected pg/L
Sample 10 Not detected Not detected pe/l
Sample 11 Mot detected Not detected ug/L
Sample 12 Not detected Not detected ug/L
Fully-flushed Sample Not detected Not detected ng/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.pov




EPA-R5-2018-0081360000100

Milwaukee B

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:
Date of Report:

Ex. 6 - Personal Privacy

5/26/2016

Type of work: City Lead Service Line Replaced
Date work performed: 5/16/2016
Samples Collected Samples Collected Samples Collected
5 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Diate Sample Date Sample Date Sample

Collected: 5/21/16 Cciieg:ted: Collected:
Sample 1 4.0 ug/L ug/l ug/l
Sample 2 23 pg/L ug/l ug/l
Sample 3 Not detected ng/l ue/L
Sample 4 4.9 ug/L ng/L ng/L
Sample 5 Not detected ug/L ug/l
Sample 6 3.7 ug/L e/t He/L
Sample 7 23 pg/L pe/L Hg/L
Sample 8 3.6 ug/L ug/L pg/L
Sample 9 2.5 pg/L ug/L ug/L
Sample 10 34 ug/L ug/t ng/L
Sample 11 Not detected ng/l pe/t
Sample 12 2.8 ug/L ug/l pg/L

lly-flushed Sample Not detected ug/L ng/L

Not detected

=less than 2.0 ug/L =

less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon-Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Date work performed:

5/2/2016

Address: | Ex. 6 - Personal Privacy |
Date of Report: 5/5/2016
Type of work: City Lead Service Line Replaced

Samples Collected Samples Collected
2 Days After Work 1 Month After Work
Was Performed Was Performed
Date Sample Date Sample

Collected: 5/4/16 Collected:
Sample 1 Not detected ug/L
Sample 2 Not detected ug/L
Sample 3 Not detected ug/l
Sample 4 Not detected pg/L
Sample 5 2.3 ug/L pg/l
Sample 6 2.4 ug/L He/L
Sample 7 Not detected ug/l
Sample 8 Not detected ug/L
Sample 9 Notdetected pg/l
Sample 10 Not detected ug/L
Sample 11 Mot detected g/l
Sample 12 Not-detacted ng/l
Fully-flushed Sample Mot detected ug/L

* This property is a duplex.

Lon Couiltard
Water Quality Manager
Mitwaukee Water Works
{(414) 286-2226
lon.couillard@milwaukee,gov

EPA-R5-2018-0081360000100

16

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion



EPA-R5-2018-0081360000100

Milwaukee 17

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy |

Date of Report: 5/12/2016

Type of work: City Lead Service Line Replaced

Date work performed: 5/6/2016

Samples Collected Samples Collected Samples Collected
4 Days After Work 1 Month After Work . 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 5/10/16 * Collected: ~ Collected:

Sample 1 Not detected ug/L pg/t
Sample 2 Not detected ug/L pg/L
Sample 3 Not detected ug/L pe/t
Sample 4 Not Sampled pg/l pg/l
Sample 5 Not detected ug/l pg/l
Sample 6 Not detected ug/L pg/l
Sample 7 Not detected ug/L pg/l
Sample 8 Notdetected pg/L ug/L
Sample 9 Not Sampled ug/L ug/l
Sample 10 Not detected ug/L ng/l.
Sample 11 Not detected ug/L ng/t
Sample 12 Not Sampled pg/l ug/L
Fully-flushed Sample Not detected pg/L ug/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

1) Noteto Customer: Sample bottles 4, 9, and12 were returned unfilled. For future sample collection,
please fill all 13 bottles per the sampling procedure. Thank you.

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100

18

Address: Ex. 6 - Personal Privacy
Date of Report: 3/14/2016
Type of work: City Lead Service Line Replacement
Date work performed: 3/9/2016
Samples Collected Samples Collected
2 Days After Work oo Days After
Was Performed Work Was Performed
Date Sample Date Sample
Collected: 3/11/16 Collected:
Sample 1 <2.0 ug/l pe/l
Sample 2 2.8 ug/l ug/l
Sample 3 2.3 ug/t ug/L
Sample 4 <2.0 pg/L Hg/L
Sample 5 <2:0 ug/L ug/t
Sample 6 <2.0 ug/L ng/L
Sample 7 <2.0 pg/L ng/l
Sample 8 <2.0 pg/L ug/L
Sample 9 <20 pg/L ug/L
Sample 10 «<2.0 ug/L Hg/L
Sample 11 <20 ugft ug/L
Sample 12 <20 pg/L ug/L
Fully-flushed Sample 9.1 pg/L ug/L

Not detected =less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414) 286-2226
lon.coulllard@milwaukes.gov




EPA-R5-2018-0081360000100

Milwaukee 19

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/24/2016
Type of work: City Lead Service Line Replaced
Date work performed: 4/12/2016
Samples Collected Samples Collected Samples Collected
4 Days After Work 1-Month After Work o After Work Was
Was Performed Was Performed Performed
Date Sample - Date Sample Date Sample
Collected: 4/16/16 Collected: 5/18/16 Collected;
Sample 1 58 ug/L Not detected pg/L
Sample 2 6.0 pg/t Not detected ug/L
Sample 3 4.2 pg/L Not detected ug/lL
Sample 4 6.7 ug/l Notdetected ug/L
Sample 5 6.5 pg/L Not detected ug/L
Sample 6 3.7 ug/l Not detected ug/t
Sample 7 3.6 ug/L Not detected pg/L
Sample 8 2.3 ug/L Not detected pg/t
Sample 9 Not detected Not detected ug/L
Sample 10 Not detected Not detected ug/L
Sample 11 Not detected Not detected ug/L
Sample 12 Not detected Not detected ug/l
Fully-flushed Sample 5.7 ug/L Not detected pg/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414) 286-2226
lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 20

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: | Ex. 6 - Personal Privacy
Date of Report: 5/24/2016
Type of work: City Lead Service Line Replaced
Date work performed: 4/12/2016
Samples Collected Samples Collected Samples Collected
3 Days After Work 1 Month After Work L After Work Was
Was Performed Was Performed Perfmmed
Date Sample Date Sample Date Sample
Collected: 4/15/16 Collected: 5/18/16 Collected:
Sample 1 8.9 pg/t 4.2 ug/L ug/L
Sample 2 17 pg/L 8.6 pg/L ug/L
Sample 3 14 pg/L 8.7 ng/lL g/t
Sample 4 13 pg/L 7.7 ug/l pglt
Sample 5 14 ug/L 7.3 ug/l ug/L
Sample 6 12 pg/L 6.4 g/l e/l
Sample 7 7.9 ug/L 4.2 pg/L ug/L
Sample 8 4.7 ug/L 4.1 pg/L ug/L
Sample 9 5.5 ug/l 2.2 pg/L ng/L
Sample 10 6.5 ug/L 3.4 pg/t pg/L
Sample 11 30 ug/t Not detected pg/L
Sample 12 11 g/l Not detected ug/L
Fully-flushed Sample 34 ug/L Not detected pg/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:
Date of Report:

i Ex. 6 - Personal Privacy

5/24/2016

EPA-R5-2018-0081360000100

Type of work: City Lead Service Line Replaced
Date work performed: 4/12/2016
Samples Collected Samples Collected Samples Collected
- Days After Work 1 Month After Work oo After Work Was
Was Performed Was Performed Performed
Date Sample Date Sample Date Sample
Collected: Collected: 5/18/16 Collected:
Sample 1 Not sampled Not detected pg/Ll
Sample 2 Not sampled Not detected ng/L
Sample 3 Notsampled 3.7 pgft ug/t
Sample 4 Not sampled 2.3 ug/L pg/l
Sample 5 Not sampled Not detected pg/l
Sample 6 Notsampled Not detected ug/L
Sample 7 Notsampled Not detected ug/l
Sample 8 Not sampled Not detected pg/L
Sample9 Notsampled Not detected pg/L
Sample 10 Not sampled Not detected ug/L
Sample 11 Not sampled Not detected ug/L
Sample 12 Not sampled Not detected ug/L
Fully-flushed Sample Not sampled Not detected ug/L

Not detected = less than 2.0 pg/L = less than 2.0'micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Qluality Manager
Milwaukee Water Works
(414) 286-2226
lon.coulllard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/16/2016
Type of work: City Lead Service Line Replaced
Date work performed: 4/6/2016
Samples Collected Samples Collected
2 Days After Work 1 Month After Work
Was Perfmmad Was Performed
Date Sample Date Sample
Collected: 4/8/16 Collected: 5/12/16
Sample 1 Not detected Not detected
Sample 2 3.5 ug/L Not detected
Sample 3 2.7 pg/l 3.1 pg/L
Sample 4 2.3 pg/t Not detected
Sample 3.5 ug/L Not detected
Sample 6 2.7 ug/L 3.1 pg/t
Sample 7 3.7 pg/t Not detected
Sample 8 3.7 ug/L Not detected
Sample 9 2.6 pg/L 3.0 ug/L
Sample 10 3.2 ug/l Not detected
Sample 11 4.8 pg/t 2.0 ug/L
Sample 12 5.0 pg/t Not detected
Fully-flushed Sample Not detected Not detected

EPA-R5-2018-0081360000100

22

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works

(414) 286-2226

lon.couillard@milwaukee.gov
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Milwaukee 23

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/25/2016
Type of work: City Lead Service Line Replaced
Date work performed: 2/29/2016
Samples Collected Samples Collected Samples Collected
6 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 3/6/186 Collected: 4/10/16 Collected: 5/23/16
Sample 1 Not detected Not detected Not detected
Sample 2 Not detected Not detected Not detected
Sample 3 2.4 ugfL Not detected Not detected
Sample 4 Not detected Not detected Not detected
Sample 5 24 ug/l Not detected Not detected
Sample 6 Not detected Not detected Not detected
Sample 7 Not detected Not detected Not detected
Sample 8 Not detected Mot detected Not detected
Sample 8 Not detected Not detected Not detected
Sarmnple 10 Not detected Not detected Not detected
Sample 11 Not detected Mot detected Not detected
Sample 12 3.9 ug/L Not detected Not detected
Fully-flushed Sample 2.8 g/l Not detected Not detected

Not detected = less than 2.0 pug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:
Date of Report:
Type of work:

Date work performed:

Ex. 6 - Personal Privacy |

4/4/2016

City Lead Service Line Replaced

2/29/2016

Samples Collected Samples Collected
7 Days After Work 1 Month After Work
Was Performed Was Performed
Date Sample Date Sample

Collected: 3/7/16 ollected: 3/31/16
Sample 1 4.5 ug/L <2.0pg/L
Sample 2 5.2 pg/L <2.0 pg/t
Sample 3 3.4 pg/L 3.0 pg/L
Sample 4 2.6'ug/L 5.1 pg/L
Sample 5 2.7 ug/L <2.0ug/L
Sample 6 2.5 ug/L <2.0 ug/L
Sample 7 <2.0 ug/L <2.0 ug/L
Sample 8 <2.0 pg/L <2:0 pg/L
Sample 9 <2.0 pg/l <2.0 pg/L
Sample 10 <2.0 ug/L <2.0 pg/L
Sample 11 <2.0pg/L <2.0 ug/L
Sample 12 <2.0 pg/L <2.0 pg/L
Fully-flushed Sample <2.0 ug/L <2.0 ug/L

Not detected = less than 2.0 ug/L =

EPA-R5-2018-0081360000100
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less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov
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Milwaukee 25

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: . Ex. 6 - Personal Privacy |
Date of Report: 5/17/2016
Type of work: City Lead Service Line Replaced
Date work performed: 2/29/2016
Samples Collected Samples Collected Samples Collected
3 Days After Work 1 Month After Work - 2 Months After Work
Was Performed Was Performed - Was Performed
Date Sample Date Sample Date Sample
Collected: 3/2/16 Collected: 3/31/16 Collected: 5/12/16*
Sample 1 Not detected 2.8 pg/L Not detected
Sample 2 Not detected 3.2 ug/l Not detected
Sample 3 Notdetected 3.1 pg/t Not detected
Sample 4 2.4 ug/L 3.6 ng/L Not detected
Sample 5 Not detected 2.9 ug/L Not detected
Sample 6 Not detected Not detected Not detected
Sample 7 Not detected Not detected Not detected
Sample 8 Not detected Not detected Not detected
Sample 9 Not detected Not detected Not detected
Sample 10 Not detected Not detected Not detected
Sample 11 2.5 ug/L Not detected Not detected
Sample 12 Not detected Not detected Not detected
Fully-flushed Sample Not detected Not detected Not detected

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

1) Noteto Customer: The sample bottles were returned without the completed paperwork. Forfuture
sample collection, please include the completed paperwork with the sample bottles. Thankyou.

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov
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Milwaukee 26

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: | EX. 6 - Personal Privacy |
Date of Report: 5/17/2016
Type of work: City Lead Service Line Replaced
Date work performed: 3/30/2016
Samples Collected Samples Collected Samples Collected
8 Days After Work 1 Month After Work 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 4/7/16 Collected: 5/13/16 Collected:
Sample 1 14 pg/t Not detected pg/l
Sample 2 Not detected Not detected ug/l
Sample 3 2.8 ug/L Not detected ug/L
Sample 4 Not detected Not detected ugfl
Sample 5 Not detected Not detected ng/L
Sample 6 Not detected Not detected ng/l
Sample 7 Not detected Not detected pg/t
Sample 8 Not detected Not detected ug/L
Sample 9 Not detected Not detected ug/L
Sample 10 Not detected Not detected pgft
Sample 11 Not-detected Not detected ug/l
Sample 12 Not detected Not detected ug/l
Fully-flushed Sample Not detected Not detected ug/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee gov




EPA-R5-2018-0081360000100

Milwaukee 27

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/9/2016
Type of work: City Lead Service Line Replacement
Date work performed: 2/19/2016
,Sampies Collected Samples Collected Samples Collected
3 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 2/22/16 Collected: 3/22/16 Collected: 5/05/16
Sample 1 2.2 pg/L Not detected Not detected
Sample 2 Not detected Not detected Not detected
Sample 3 Not detected L Not detected Not detected
Sample 4 2.6 pg/L Not detected Not detected
Sample 5 2.1 ug/l Not detected Not detected
Sample 6 Not detected Not detected Not detected
Sample 7 Not detected Not detected Not detected
Sample 8 2.3 ug/t Not detected Not detected
Sample 9 2:0 pg/L Not detected Not detected
Sample 10 2.4 ug/L Not detected Not detected
Sample 11 2.5 ug/L Not detected Not detected
Sample 12 2.0 pg/L Mot detected Not detected
Fully-flushed Sample Not detected Not detected Not detected

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:
Date of Report:
Type of work:

Date work performed:

Ex. 6 - Personal Privacy

5/17/2016

City Lead Service Line Replaced

3/1/2016

EPA-R5-2018-0081360000100

Samples Collected Samples Collected Samples Collected
C 5 Days After Work |1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: Collected: 4/4/16 Collected: 5/13/16
Sample 1 ug/L 3.0 ug/L 2.2 pg/L
Sample 2 ug/L Not detected Not detected
Sample 3 pg/L 22 pg/L 2.4 pg/L
Sample 4 ug/l Not detected Not detected
Sample 5 ug/L 7.2 ug/L 4.9 pg/L
Sample 6 Hg/L 17 pg/L 12 pg/t
Sample 7 pg/L 12 pg/t 12 pg/L
Sample 8 ug/l 15 ug/L 13 ug/L
Sample 9 ug/L 7.3 ug/t 6.7 ug/L
Sarnple 10 ug/l Not detected 2.9 ug/L
Sample 11 pg/l Not detected Not detected
Sample 12 pg/l Not detected Not detected
Fully-flushed Sample ug/L Not detected Not detected

Not detected = less than 2.0 ug/L = less'than 2.0 micrograms per Liter = less than 2.0 parts per billion
*Note: 2514 South Brisbane Avenue is the second side of a duplex. Please refer to 2516 South Brisbane
Avenue for additional results.

Lon Coutllard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukeegov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100

Address: Ex. 6 - Personal Privacy

Date of Report: 5/17/2016

Type of work: City Lead Service Line Replaced

Date work performed: 3/1/2016

Samples Collected Samples Collected | Samples Collected
1 Day After Work Was - 1 Month After Work | 2 Months After Work
Performed Was Perfarmed Was Performed
Date Sample Date Sample Date Sample
Collected: 3/2/16 Collected: 4/4/16 Collected: 5/13/16

Sample 1 6.4 pg/L 3.9 pg/l Not detected
Sample 2 5.6 ug/L 6.5 ug/L Not detected
Sample 3 13 pg/L 43 ug/L Not detected
Sample 4 10 pg/L 6.1 pg/t 2.1 ug/L
Sample 5 41 ug/l 5.1 pgfL Not detected
Sample 6 43 g/l 4.1 pg/L Not detected
Sample 7 20 g/l 4.6 pg/l Not detected
Sample 8 77 ng/L 3.5 pg/t Not detected
Sarmple 9 37 ug/L 5.8 ug/L Not detected
Sample 10 12 pg/L 4.3 pg/l Not detected
Sample 11 7.4 ug/l 4.8 pg/lL Not detected
Sample 12 5.5 pg/fl Not detected Mot detected
Fully-flushed Sample Not detected Not detected Not detected

Not detected = less than 2.0 pug/L = less than 2.0 micrograms per Liter = less than 2.0.-parts per billion

*Note: 2516 South Brishane Avenue is the second side of a duplex. Please refer to 2514 South Brisbane
Avenue for additionol results.

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov
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Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100
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Address: Ex. 6 - Personal Privacy
Date of Report: 5/3/2016
Type of work: City Lead Service Line Replaced
Date work performed: 3/15/2016
Samples Collected Samples Collected
3 Days After Work 1 Month After Work
Was Performed Was Performed
Date Sample Date Sample
Collected: 3/18/16 Collected: 4/26/16
Sample 1 62 ug/l 4.1 pg/L
Sample 2 4.6 ug/L 4.9 ug/L
Sample 3 9.8 ug/L 2.5 ng/L
Sample 4 9.7 ug/L 2.5 pg/L
Sample 5 11 pg/L 4.6 ug/L
Sample & 20 ug/L 11 pg/L
Sample 7 26 ugfL 18 ug/L
Sample 8 33 ug/L 18 pe/L
Sample 9 28 ug/L 18 ug/L
Sample 10 35 ug/L 19 ug/L
Sample 11 72 pg/L 19 ug/L
Sample 12 64 ug/L 17 pg/L
Fully-flushed Sample Not detected <2.0 pg/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
WaterQuality Manager
Milwaukee Water Works

(414) 286-2226
lon.coulllard@milwaukee.pov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

A
D

ddress:

ate of Report:

Type of work:

Date work performed:

Ex. 6 - Personal Privacy

5/19/2016

City Lead Service Line Replaced

4/7/2016

EPA-R5-2018-0081360000100

Samples Collected Samples Collected Samples Collected
2 Days After Work 13 Days After Work 1 Month After Work
Was Performed Was Performed Was Performed *
Sample Collected Sample Collected Date Sample
from BATHROOM TAP | from KITCHEN TAPon | @ % 50 - s
on 4/09/2016 4/20/16 ‘ '
Sample 1 820 pg/L 7.5 ug/L Not detected
Sample 2 8.9 ug/L 3.3 pg/l Not detected
Sample 3 410 pg/L Not detected Not detected
Sample 4 14 ug/L Not detected Not detected
Sample 5 8.7 ng/L Not detected Not detected
Sample 6 7.2 ug/l Not detected Not detected
Sample 7 11 pg/L Not detected Not detected
Sample 8 Not detected Not detected Not detected
Sample 8 Not detected Not detected Not detected
Sample 10 5.1 pg/L Not detected Not detected
Sarple 11 3.7 pgfL Not detected Not detected
Sample 12 2.1 pg/L Not detected Not detected
Fully-flushed Sample Not detected Not detected Not detected

Not detected =less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts-per billion
Note to Customer: Please return completed paperwork with future samples. Thank vou.

1)

31

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:

Ex. 6 - Personal Privacy

EPA-R5-2018-0081360000100

Date of Report: 4/6/2016
Type of work: City Lead Service Line Replacement
Date work performed: 3/1/2016
Samples Collected Samples Cailecteci Samples Collected
1 Day After Work Was 1 Week After Work 1 Month After Work
Performed Was Performed ! Was P&rfmmed 4
Date Sample Date Sample Date Sample
Collected: 3/2/16 Collected: 3/8/2016 Collected: 4/3/16
Sample 1 420 ug/L «2.0 pg/L <2.0 ug/l
Sample 2 6.0 pg/L <2.0 ug/L <2.0 ug/L
Sample 3 4.9 pg/L g/t <2.0 pg/L
Sample 4 <2.0 pg/L ug/L <2.0 pg/lL
Sample 5 < 2.0 pg/L ug/L <2.0 ug/L
Sample 6 <20 ug/l ng/l <2.0 ug/L
Sample 7 <2.0 g/l ug/L <2.0pg/L
Sample 8 2.2 ug/L ug/t <2.0ug/L
Sample 8 <2.0 pg/l ug/l <2.0'ug/l
Sample 10 <2.0 pg/l ug/l <20 ug/L
Sample 11 <2.0 pug/L pg/L <2.0pg/L
Sample 12 <2.0 pg/L ug/L <2.0 pg/L
Fully-flushed Sample 10 pg/t <2.0 pg/L <2.0 pg/L

Mot detected =less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion
1) Resample of liters 1 and 2, and Fully-flushed on 3/8/16.
2}  Completed form indicates water usage within 6 hour period prior to sample collection for final set.

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414)286-2226
lon.couillard@milwaukee.gov
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Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: . Ex. 6 - Personal Privacy |
Date of Report: 4/8/2016
Type of work: City Lead Service Line Replaced
Date work performed: 3/1/2016
Samples Collected Samples Collected
2 Days After Work 1 Month After Work
Was Performed * Was Performed
Date Sample Date Sample
Collected: 3/3/16 Collected: 4/6/16
Sample 1 2.0 ug/L <2.0 g/l
Sample 2 «<2.0 ug/L <2.0 pg/L
Sample 3 2.9 ug/l <2.0 pg/L
Sample 4 2.3 pg/t <2.0 pg/l
Sample 5 <2.0 pg/L 4.9 pg/L
Sample 6 <2.0 pg/L 7.6 pg/L
Sample 7 <2.0 ug/L 6.4 ug/L
Sample 8 <2.0 pg/L 6.8 pg/l
Sample 9 <2.0 pg/l 6.0 ug/L
Sample 10 <2.0 pg/L 3.9 pg/L
Sample 11 <2.0 pg/L <2.0pg/L
Sample 12 <20 pg/L <2.0 pg/l
Fully-flushed Sample <2.0 pg/L <2.0 pg/l

Not detected = less than 2.0 pg/l = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

1} Completed form indicates water usage within 6 hour period prior to sample collection for first set.

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{(414) 286-2226
lon.couillard@milwavkee. gov

33



Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100

Address: Ex. 6 - Personal Privacy

Date of Report: 5/19/2016

Type of work: City Lead Service Line Replaced

Date work performed: 5/16/2016

Samples Collected Samples Collected Samples Collected
1 Day After Work Was 1 Month After Work | 2 Months Alter Work
Performed Was Performed Was Performed
Date sample Date S5ample Date Sample
Collected: 5/17/16 Collected:; Collected:

Sample 1 6.6 ug/l ug/L ug/L
Sample 2 Not detected ug/L ug/l
Sample 3 Not detected ug/L pg/t
Sample 4 Not detected ug/L pg/l
Sample 5 Not detected pg/L g/l
Sample 6 Not detected ug/l pg/L
Sample 7 Not detected ug/l ug/l
Sample 8 Not detected ng/l ug/L
Sample 9 Not detected pg/L ug/L
Sample 10 Mot detected ug/L ug/L
Sample 11 Not detected rg/L pg/l
Sample 12 Not detected ug/l pg/L
Fully-flushed Sample Not detected ug/L ug/L

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 35

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:
Date of Report:

Ex. 6 - Personal Privacy i

5/10/2016

Type of work: City Lead Service Line Replaced
Date work performed: 4/2/2016
Samples Collected Samples Collected Samples Collected
4 Days After Work 1 Month After Work o Months After
Was Performed Was Performed Waork Was Performed
Date Sample Date Sample Date Sample

Collected: 4/6/16 Collected: 5/06/16 Collected:
Sample 1 7.8 ug/L Not-detected ug/l
Sample 2 4.1 pg/L Not detected pg/L
Sample 3 5.5 ug/L Not detected pg/t
Sample 4 3.8 pg/L Not detected pg/l
Sample 5 2.9 ug/L Not detected ug/L
Sample 6 Not detected Not detected ug/l
Sample 7 Not detected Not detected ug/l
Sample 8 Not detected Not detected ng/L
Sample 9 Not detected Not detected ug/L
Sample 10 Not detected Not detected ug/L
Sample 11 2.1 pg/l Not detected ug/t
Sample 12 Not detected Not detected ug/h
Fully-flushed Sample 2.5 ug/l Not detected ug/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per hillion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy

Date of Report: 5/3/2016

Type of work: City Lead Service Line Replaced

Date work performed: 4/26/2016

Samples Collected Samples Collected
2 Days After Work 1 Month After Work
Was Performed * Was Performed
Date Sample Date Sample
Collected: 4/28/16* Collected:

Sample 1 33 pg/L pg/l
Sample 2 22 pg/l pe/Lr
Sample 3 19 ug/L ug/L
Sample 4 41 ug/L ne/L
Sample 5 I ug/L pg/l
Sample 6 17 pg/L ug/L
Sample 7 15 ng/L ng/L
Sample & 10 ug/L ug/L
Sample 9 9.0 ug/L ug/L
Sample 10 8.6 pg/L pg/L
Sample 11 92 ug/t pg/l
Sample 12 74 ug/L ug/L
Fully-flushed Sample 14 pg/L ug/L

Not detected = less than 2.0 ug/l =

EPA-R5-2018-0081360000100
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Jess than 2.0 micrograms per Liter = less than 2.0 parts per billion

1}  Noteto Customer: Please call to let us know the exact date that the sample was collected, from which tap, and whether the
water was undisturbed in the pipes for sixhours prior to sample collection. Alternately, please return the attached form in the
mall or with the next set of samples when they are collected. Thank you.

lon.couillard@milwaukee. gov

Lon Couillard

Water Quality Manager
Milwaukee Water Works

(414) 286-2226




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100

Address: Ex. 6 - Personal Privacy

Date of Report: 6/2/2016

Type of work: City Lead Service Line Replaced

Date work performed: 4/20/2016

Samples Collected Samples Collected Samples Collected
1 Day After Work Was | 1 Month After Work | 2 Months After Work
Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 4/21/16 Collected: 5/26/16 Collected:

Sample 1 8.8 g/l 4.0 ug/L ug/l
Sample 2 9.9 ug/L 2.9 ug/t g/l
Sample 3 11 g/t 2.8 ug/L ug/L
Sample 4 28 pg/lL 2.2 ug/L. ug/l
Sample s 37 ugll 2.4 pg/l. ug/L
Sample 6 36 g/l 2.8 pg/L ug/L
Sample 7 21 pg/l 2.1 ug/L ugft
Sample 8 16 pgft 2.4 pg/l ug/L
Sample 9 14 ug/L 2.3 pg/t pg/l
Sample 10 12 pg/L 2.1 pg/L ug/L
Sample 11 36 g/l 2.4 pg/l pg/t
Sample 12 124 pg/L Not detected ue/L
Fully-flushed Sample 2.3 ug/L Not detected peg/l

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414) 286-2226
lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 38

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: "Ex. 6 - Personal Privacy |
Date of Report: 6/1/2016
Type of work: City Lead Service Line Replaced
Date work performed: 4/15/2016
Samples Collected Samples Collected Samples Collected
4 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 4/19/16 Collected: 5/24/16 Collected:
Samplel 7.6 ug/L Not detected ug/l
Sample 2 10 pg/t Not detected ug/l
Sample 3 11 pg/l Not detected pg/l
Sample 4 19 ug/L 3.1 pg/l ug/L
Sample 5 20 pg/L 2.4 pg/L e/l
Sample b 20 pgft 2.1 pg/lL pg/l
Sample 7 20 pg/L Not detected ug/L
Sample 8 53 pg/L 2.3 ug/L ug/L
Sample @ 190 pe/L 2.1 pg/L pg/L
Sample 10 120 pg/tL Not detected g/l
Sample 11 37 pg/L 2.5 pg/L g/t
Sample 12 13 pg/L Not detected ug/L
Fully-flushed Sample Not detected Not detected ug/l

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-
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Address: Ex. 6 - Personal Privacy !

Date of Report: 5/25/2016

Type of work: City Lead Service Line Replacement

Date work performed: 3/14/2016

Samples Collected | Samples Collected Samples Collected | Samples Collected
2 Days After Work 1 Week After Work 1 Manth Aﬁw 2Months After
Was Performed Was Performed * Work Was Work Was
: Performed Performed
Dz;izzgg:ﬁ DE::&Z: sfa Date Sample Date Sample
3/16/2016 3/21/2&15 Collected: 4/20/16 | Collected: 5/20/16

Sample 1 370 ug/L 2.7 pgfl 2.0 g/l Not detected
Sample 2 8.5 pg/L 2.6 pg/L 2.5 ug/L Not detected
Sample 3 8.8 pug/L pg/l 4.3 pg/L Not detected
Sample 4 8.8 pg/L ug/l 3.3 pg/l Not detected
Sample 5 5.8 ug/L He/L Not detected Not detected
Sample 6 7.5 ug/L ug/L 2.4 g/l 2.6 ug/L
Sample 7 6.7 pg/l pg/L Not detected 6.2 ug/t
Sample 8 7.8 ug/L wg/L Not detected 59 ug/L
Sample 9 59 ug/t ug/L Not detected 4.5 ug/t
Sample 10 7.1 ug/L pg/l Not-detected 5.1 pg/L
Sample 11 6.5 ug/L ug/L Not detected 6.9 ug/L
Sample 12 10 pg/L ug/L Not detected 8.0 g/t
Fully-flushed Sample 5.0 ug/L Not detected Not detected Not detected

Not detected = less than 2.0 yg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

1)

Resample of liters 1 and 2, and fully-flushed on 3/21/16.

Lon Couillard
Water Quality Manager

Milwaukee Water Works

{414) 286-2226

lon.couillard@milwaukee.gov

0081360000100
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Milwaukee 40

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 6/1/2016
Type of work: City Lead Service Line Replaced
Date work performed: 5/23/2016
Samples Collected Samples Collected Samples Collected
2 Days After Work 1 Month After Work | 2 Months Affer Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 5/25/16 Collected: Collected:
Sample 1 8.3 ug/l ug/L ue/l
Sample 2 11 pg/L ug/L ng/L
Sample 3 13 g/l ne/t pg/l
Sample 4 13 pg/L pg/L pg/L
Sample 5 8.2 ug/L ug/L ug/L
Sample & 3.7 ug/L pe/L g/l
Sample 7 3.7 pe/L ug/L pg/L
Sample 8 Not detected pg/l g/l
Sample 9 Not detected pg/l pg/l
Sample 10 3.5 pg/L He/L e/l
Sample 11 Not detected ug/L g/l
Sample 12 Not detected pe/t pg/l
Fully-flushed Sample Not detected ug/L pe/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard @milwaukee.gov




Milwaukee

Water Works

Address:

Date of Report:
Type of work:

EPA-R5-2018-0081360000100

WATER SAMPLE TEST RESULTS FOR LEAD

. Ex. 6 - Personal Privacy |

6/1/2016

City Lead Service Line Replaced

Date work performed: 3/21/2016
Samples Collected Samples Collected Samples Collected
5 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 3/26/16 Collected: 4/26/16 Collected: 5/27/16
Sample 1 2.8 pg/t Not detected Not detected
Sample 2 Not detected Not detected Not detected
Sample 3 Not detected Not detected Not detected
Sample 4 Not detected Not detected Not detected
Sample 5 Not detected Not detected Not detected
Sample 6 Mot detected Not detected Not detected
Sample 7 2.2 ug/L Not detected Not detected
Sample 8 Not detected Not detected Not detected
Sample 9 2.4 pgfl Not detected Not detected
Sample 10 Not detected 23 ug/l Not detected
Sample 11 2.3 pg/L Not detected Not detected
Sample 12 Not detected Not detected Not detected
Fully-flushed Sample Not detected Not detected Not detected

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

LonCouillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov
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Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:

Date of Report:

Type of work:

Date work performed:

Ex. 6 - Personal Privacy

4/18/2016

City Lead Service Line Replaced

4/12/2016

Samples Collected Samples Collected
2 Days After Work 1 Month After Work
Was Performed Was Performed
Date Sample Date Sample

Collected: 4/14/16 Collected:
Sample 1 65 ug/L pg/l
Sample 2 17 pg/t ug/L
Sample 3 43 pg/L ug/L
Sample 4 60 pg/L ug/L
Sample 5 41 pg/fL ug/L
Sample 6 21 pg/L ug/L
Sample 7 16 ug/L pg/l
Sample 8 14 pg/L ug/l
Sample 9 13 pg/t pg/L
Sample 10 12-pg/L ug/L
Sample 11 9.3 ug/L pg/l
Sample 12 8.8 pg/L ug/l
Fully-flushed Sample 8.9 ug/L pg/L

Not detected =

less than 2.0 ug/L =

EPA-R5-2018-0081360000100
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less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov
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Milwaukee 43

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/27/2016
Type of work: City Lead Service Line Replaced

Date work performed: 5/23/2016
Samples Collected Samples Collected Samples Collected
2 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample

Collected: 5/25/16 Collected: Collected:
Sample 1 2.1 pg/l ug/L e/l
Sample 2 2.9 pg/L g/t pe/L
Sample 3 Not detected pg/l pe/l
Sample 4 2.4 pg/L pe/t ug/L
Sample 5 2.8 pg/L peg/L pg/L
Sample 6 Not detected g/l ug/L
Sample 7 16 pg/L wgfl ug/t
Sample 8 19 pg/L e/t pe/L
Sample 9 3.5 pg/L pg/L g/l
Sample 10 Not detected pg/l pg/l
Sample 11 Not detected ug/lL pg/L
Sample 12 Not detected ue/L pg/l
Fully-flushed Sample Not detected ug/L ug/l

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.coulllard@milwaukee. gov
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Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD
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Address: Ex. 6 - Personal Privacy
Date of Report: 3/30/2016
Type of work: City Lead Service Line Replaced
Date work performed: 2/25/2016
Samples Collected Samples Collected 1
2 Days After Work Month After Work
Was Performed ! Was Performed *
Date Sample Date Sample
Collected: 2/27/16 Collected: 3/29/16
Sample 1 <2.0 ug/l <2.0 ug/L
Sample 2 <2:0 pg/L <20 ug/L
Sample 3 <2.0 ug/L 2.0 ug/L
Sample 4 <2.0 pg/l <2.0 pg/L
Sample s <2.0 pg/L <2.0 pg/L
Sarmple 6 <2.0 pg/L <2.0 pg/L
Sample’7 <2.0 pg/t <2.0 pg/L
Sample 8 <2.0 ug/L <20 pg/L
Sample 9 <2.0 pg/L «2.0 pg/L
Sample 10 <2.0 ug/L <2.0ug/L
Sample 11 <2.0 pg/L <2.0 pg/L
Sample 12 <2.0 pg/L <2.0ug/L
Fully-flushed Sample <2.0 pg/L <2.0pg/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

1} NOTE: Completed forms indicate water usage within 6 hour period prior to sample collection for each
sample set.

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414} 286-2226
lon.coulllard@milwaukee.gov
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Milwaukee 45

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: i Ex. 6 - Personal Privacy |

Date of Report: 5/4/2016

Type of work: City Lead Service Line Replaced

Date work performed: 2/19/2016

Samples Collected Samples Collected Samples Collected Samples Caﬂacmd
3 Days After Work 9 Days After Work | 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample Date Sample
Collected: 2/22/2016 | Collected: 2/28/16 | Collected: 3/23/16 Collected: 4/28/16

Sample 1 65 ng/L 43ug/L 5.0 pg/L 4.1 pg/L
Sample 2 31 pg/l 17 pug/L 4.9 pg/L 4.8 pg/L
Sample 3 6.0 pg/L 12 pg/L 7.8 ug/L 4.0 ug/L
Sample 4 5.8 pg/L 13 pg/t 4.7 ug/L 4.3 ug/L
Sample 5 7.1 pg/L 19 pg/L 10 pg/L 7.5 pg/L
Sample 6 12 pg/L 20 pg/L 13 pg/l 9.7 ug/L
Sample 7 10 g/t 53 pg/L 1 pg/t 8.7 ug/lL
Sample 8 10 pg/L 36 pg/L 12 pg/L 8.0 ug/L
Sample 9 7.3 ug/L 18 ug/L 12 pg/L 8.6 ug/L
Sample 10 7.7 ug/t 19 pg/t 13 g/t 9.8 ug/L
Sample 11 12 ug/L 21 pg/L 14 pg/L 8.0 ug/L
Sample 12 16 pg/L 32 pg/l 11 pg/l 7.3 pg/L
g;:\lﬂ\::;;ushed 2.6 pg/l Not detected Not detected Not detected

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414) 286-2226
lon.coulllard@milwaukee.gov
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Milwaukee 46

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: . Ex. 6 - Personal Privacy |

Date of Report: 6/2/2016

Type of work: City Lead Service Line Replaced

Date work performed: 4/11/2016

Samples Collected Samples Collected Samples Collected Samples Collected
2 Days After Work 1 Week After Work 1 Month After Work | 2 Months After Work
Was Performed * Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample Date Sample
Collected: 4/13/16* Collected: 4/18/16 Collected: 5/26/16 Collected:

Sample 1 14 pg/L 7.5 pg/L 6.8 pug/L ue/l
Sample 2 5.3 pg/L 5.8 ug/L 5.8 pg/L pg/L
Sampie 3 3.7 pg/L 3.7 pg/l 5.2 pg/L ng/L
Sample 4 2.9 ug/L 4.2 pg/L 4.1 pg/L ug/L
Sample 5 4.3 ug/L 4.7 pg/L 3.3 pg/L pg/L
Sample 6 5.7 peg/L 6.4 ug/L 3.9 pg/L ug/L
Sample 7 6.7 pg/L 8.2 ug/L 3.9 pg/L ug/l
Sample 8 6.9 ug/L 8.5 pg/L 3.1 ug/L pe/L
Sample 9 7.0 ug/L 7.9 pg/L 2.9 pg/L g/l
Sample 10 11 pg/L 8.5 ug/L 2.8 pg/L g/t
Sample 11 44 pg/L 14 pg/L 2.2 pg/t pe/L
Sample 12 73 g/t 20 pg/L Not detected peg/L
g::gzmhgd 52 ug/L Not detected Not detected pg/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion
1) NOTE: No paperwork was returried with the sample bottles on the pick-up date of 4/13/16. The
collection date and process are not known. The collection date is estimated to be 4/13/16.

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:
Date of Report:

Type of work:

Ex. 6 - Personal Privacy

5/3/2016

City Lead Service Line Replaced

EPA-R5-2018-0081360000100
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Date work performed: 4/21/2016
Samples Collected Samples Collected
4 Days After Work 1 Month After Work
Was Performed Was Performed
Date Sample Date Sample

Collected: 4/25/16 Collected:
Samplel Not detected pg/L
Sample 2 Not detected ug/L
Sample3 Not detected pg/l
Sample 4 Not detected ug/l
Sample 5 Not detected ug/l
Sample 6 17 ug/L g/l
Sample7 Not detected ug/L
Sample 8 Not detected ug/L
Sample 9 Not detected ug/l
Sample 10 Not detected ug/t
Sample 11 Not detected ug/L
Sample 12 6.8 ug/L g/l
Fully-flushed Sample 6.3 ug/L pe/l

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works

(414) 286-2226

lon.coulllard@milwaukee.gov
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Milwaukee 48

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/10/2016
Type of work: City Lead Service Line Replaced
Date work performed: 2/23/2016
Samples Collected Samples Collected Samples Collected
2 Days After Work 1 Month After Work 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date S5ample
Collected: 2/25/16 Collected: 3/23/16 Collected: 5/07/16
Sample1 6.6 pg/l 2.2 yg/t 3.2 ugft
Sample 2 4,6 ug/L Not detected 3.0 pg/L
Sample 3 4.8 ug/L Not detected 2.2 ug/L
Sample 4 4.2 ug/L Not detected Not detected
Sample 5 3.9 ug/L Not detected 3.0 ug/L
Sample 6 4.8 ug/lL Not detected Not detected
Sample 7 477 ugfL Not detected Not detected
Sample 8 5.2 ug/L Not detected 2.1 pg/L
Samiple 9 Not detected 2.1 pg/L Not detected
Sample 10 2.7 ug/L Not detected Not detected
Sample 11 4.0 pg/L Not detected Not detected
Sample 12 6.0 g/l Mot detected Not detected
Fully-flushed Sample 2.2 ug/L Not detected 2.9 ug/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:
Date of Report:
Type of work:

Date work performed:

Ex. 6 - Personal Privacy

5/9/2016

City Lead Service Line Replaced

4/25/2016

EPA-R5-2018-0081360000100
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Samples Collected Samples Collected
10 Days After Work oooooDays After
Was Performed Work Was Performed
Date Sample Date Sample

Collected: 5/05/16 * Collected:
Sample 1 Mot detected ug/L
Sample 2 Not detected ug/t
Sample 3 Not detected ng/L
Sample 4 Not detected ug/L
Sample 5 Not detected pg/l
Sample 6 Not detected ug/t
Sample 7 Not detected ug/l
Sample 8 Mot detected ug/l
Sample 9 Not detected ug/t
Sample 10 Not detected pg/l
Sample 11 Not detected ug/l
Sample 12 Not detected ug/L
Fully-flushed Sample Not detected ug/l

Not detected = less than 2.0 pg/L =

less than 2.0 micrograms per Liter = less than 2.0 parts per billion

1} Notetocustorner: Please call to let us know the exact date that the sample was collected, from
which tap, and whether the water was undisturbed in the pipes for six hours prior to sample
collection. Alternately, please return the attached form in the mail or with the next set of samples
when they are collected. Thank you.

Lon Couillard

Water Quality Manager
Milwaukee Water Works

(414) 286-2226

lon.coulllard@milwaukee . gov
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Meter Valve



Milwaukee

Water Works

EPA-R5-2018-0081360000100

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/12/2016 |
Type of work: Meter Valve
Date work performed: 2/22/2016
Samples Collected Samples Collected Samples Collected
2 Days After Work 1 Month After Work - 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample ~ Date Sample
Collected: 2/24/16 Collected: 3/23/16 Collected: 5/10/16
Sample 1 40 pg/L Not detected Not detected
Sample 2 12 pg/t Not detected Not detected
Sample 3 6.2 ug/L 3.2 ug/L Not detected
Sample 4 4.4 pg/l Not detected Not detected
Sample 5 4.0 ug/L Not detected 8.7 ug/L
Sample 6 13 ug/t Not detected Not detected
Sample 7 4.0 ug/L Not detected Not detected
Sample 8 3.8 pg/L Not detected Not detected
Sample 9 4.0 pg/t Not detected Not detected
Sample 10 3.3 ug/t Not detected Not detected
Sample 11 2.1 pg/L Not detected Not detected
Sample 12 2.5 ug/l Not detected Not detected
Fully-flushed Sample Not detected Not detected Not detected

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee gov
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Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100

Address: | Ex. 6 - Personal Privacy i
Date of Report: 6/1/2016
Type of work: Meter Valve Inlet
Date work performed: 4/19/2016
Samples Collected Samples Collected Samples Collected
3 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 4/22/16 Collected: 5/25/16 Collected:
Sample 1 7.5 pg/L 4.8 ug/L g/l
Sample 2 7.1 pg/L 6.0 pg/L g/l
Sample 3 Not detected 2.6 ug/L pg/l
Sample 4 Not detected 2.8 ug/L pg/l
Sample 5 Not detected 2.7 ugfl ug/l
Sample 6 Not detected Not detected ug/l
Sample 7 Not detected Mot detected ug/l
Sample 8 Not detected Not detected pg/L
Sample 9 Not detected Not detected pg/L
Sample 10 Not detected Not detected ug/L
Sample 11 Not detected Not detected ug/L
Sample 12 Not detected Not detected ug/l
Fully-flushed Sample Not detected 2.4 pg/L ug/t

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

52

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov
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Milwaukee 53

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: Ex. 6 - Personal Privacy
Date of Report: 5/10/2016
Type of work: Meter Valve
Date work performed: 2/26/2016
Samples Collected Samples Collected Samples Collected
4 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 3/1/16 Collected: 3/29/16 Collected: 5/09/16
Sample 1 6.4 ug/L Not detected 2.2 pg/L
Sample 2 27 ug/t Not detected Not detected
Sample 3 11 ug/t Not detected Not detected
Sample 4 51 pg/L 2.0 pg/L 2.0 ug/L
Sample 5 84 ug/L 2.1 pg/L Not detected
Sample 6 20 pg/l 2.1 ug/t Not detected
Sample 7 T2 ng/L Not detected Not detected
Sample 8 10 pg/L 2.2 pgft Not detected
Sample9 130 ug/L 2.1 pg/L 2.0 pg/L
Sample 10 5.1 pg/L Not detected Not detected
Sample 11 Not detected 32 ug/L Not detected
Sample 12 4.7 pg/L 2.7 ug/t 2.7 ugfL
Fully-flushed Sample 4.2 ug/L Mot detected Not detected

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 2B6-2226
lon.couillard@milwaukee.gov




Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address:

Ex. 6 - Personal Privacy '

Date of Report:
Type of work:

Date work performed:

4/26/2016
Meter Valve
3/14/2016

EPA-R5-2018-0081360000100
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Samples Collected Samples Collected
2 Days After Work 1 Month After Work
Was Performed Was Performed
Date Sample Date Sample

Collected: 3/16/16 Collected: 4/21/16
Sample 1 3.0 ug/t Not detected
Sample 2 Not.detected Not detected
Sample 3 Not detected Not detected
Sample 4 Not detected Not detected
Sample 5 Not detected 3.6 g/l
Sample 6 Not detected 2.2 ug/L
Sample 7 Not detected Not detected
Sample 8 Not detected 2.1 pg/L
Sample 8 Not detected Not detected
Sample 10 Not detected 2.0 ug/L
Sample 11 Not detected Not detected
Sample 12 24 ug/L Not detected
Fully-flushed Sample Not detected Not detected

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 55

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: | Ex. 6 - Personal Privacy :
Date of Report: 5/10/2016
Type of work: Meter Valve
Date work performed: 2/16/2016
Samples Collected Samples Collected Samples Collected
8 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 2/24/16 Collected: 3/23/16 Collected: 5/06/16
Sample 1 2.0 pg/L 3.6 ug/lL 3.2ug/L
Sample 2 2.2 pg/L Not detected 2.6 pg/L
Sample 3 2.0 ug/L 4.0 pg/t 2.8 ng/L
Sample 4 22 ug/lL Not detected 3.0 pg/L
Sample 5 20 pg/L Not detected 2.6 ug/l
Sample 6 10 pg/l 6.4 ug/L 5.7 ug/l
Sample 7 7.8 ng/L 4.0 ug/t 6.0 Lg/L
Sample 8 11 pg/L 7.7 pgfL 6.3 ug/L
Sample 9 9.3 pg/L Not detected 6.1 ug/l
Sample 10 7.7 ug/l. 6.6 pg/L 5:6 pg/l
Sample- 11 6.7 ug/L Not detected 4.9 pg/L
Sample 12 5.1 pg/L 6.5 ug/L 5.1 pg/l
Fully-flushed Sample Not detected Not detected Not detected

Not detected = less than 2.0 ug/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
{414) 286-2226
lon.couillard@milwauked.gov
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Owner’s Leak Repaired



Milwaukee

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

EPA-R5-2018-0081360000100
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Address: Ex. 6 - Personal Privacy |
Date of Report: 3/24/2016
Type of work: Owner’s Leak — Repaired Leak Only, Not Replaced
Date work performed: 3/16/2016
Samples Collected Samples Collected
5 Days After Work - Days After
Was Performed Work Was Performed
Date Sample Date Sample
Collected: 3/21/16 Coliected:
Sample 1 20 pgft pg/L
Sample 2 31 pg/l ug/t
Sample 3 27 pg/L ng/L
Sample 4 27 pg/L ng/l
Sample 5 23 ug/L g/l
Sample 6 12 pg/L ug/L
Sample.7 11 ug/L pg/t
Sample 8 66 pg/l pg/L
Sample 9 120 pg/L pg/L
Sample 10 25 pg/L ug/L
Sample 11 13 pg/L pg/t
Sample 12 12 pg/L ug/L
Fully-flushed Sample <2.0 pg/L ug/l

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couiltard
Water Quality Manager
Milwaukee Water Works

{414) 286-2226

lon.couillard@milwaukee.gov




EPA-R5-2018-0081360000100

Milwaukee 58

Water Works

WATER SAMPLE TEST RESULTS FOR LEAD

Address: | Ex. 6 - Personal Privacy !
Date of Report: 6/1/2016
Type of work: Owner’s Leak Repaired
Date work performed: 4/20/2016
Samples Collected Samples Collected Samples Collected
1 Days After Work 1 Month After Work | 2 Months After Work
Was Performed Was Performed Was Performed
Date Sample Date Sample Date Sample
Collected: 4/21/16 Collected: 5/26/16 Collected:
Sample 1 Not detected 2.2 pg/lL pg/t
Sample 2 Not detected 4.1 pg/L ug/t
Sample 3 Not detected 5.6 yg/L ug/L
Sample 4 Not detected 5.8 ug/L ug/L
Sample 5 Not detected 4.2 pg/L ug/L
Sample 6 Not detected 4.1 pg/i pg/l
Sample 7 Not detected 4.5 ug/L ue/t
Sample 8 Not detected 4.1 pg/L ug/t
Sample 9 Not detected Not detected ug/l
Sample 10 Not detected Not detected ug/L
Sample 11 Not detected Not detected pe/t
Sample 12 Not detected Not detected ug/l
Fully-flushed Sample Not detected Not detected pg/L

Not detected = less than 2.0 pg/L = less than 2.0 micrograms per Liter = less than 2.0 parts per billion

Lon Couillard
Water Quality Manager
Milwaukee Water Works
(414) 286-2226
lon.couillard@milwaukee. gov




